
Installation manual

tSENSE VAV 
CO

2
, temperature and relative humidity sensor

NOTE:
The same ground reference has to be
used for the tSENSE VAV unit
and for the control system!
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G0 DC-/AC Power Supply 

G+_Pin1 DC+/AC Power Supply 
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Relay NC (or NTC thermistor)
Relay Com
Relay NO (or NTC thermistor)
MB/BACnet RS-485 SC (G) 
MB/BACnet RS-485 B (-) 
MB/BACnet RS-485 A (+) 
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